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September 16, 2010

Thair Pond, Administrator
Tomorrow's Hope-- Armga

1655 Fairview Avenue, Suite 100
Boise, Idaho 83702

RE: Tomorrow's Hope - Armga, Provider #13G014
Dear Mr. Pond:

This is to advise you of the findings of the Medicaid/Licensure Fire Life Safety Survey, which was
concluded at Tomorrow's Hope-- Armga, on September 8, 2010.

Enclosed is your copy of a Statement of Deficiencies/Plan of Correction, form CMS-2567, which states
that no Medicaid deficiencies were noted at the time of the survey. Also, enclosed is a similar form

stating that no State licensure deficiencies were noted at the time of the survey.

Thank you for the courtesies extended to us during our visit. If we can be of any help to you, please
call our office at (208) 334-6626.

Sincerely,

oA By

TAYLOR BARKLEY
Health Facility Surveyor
Facility Fire Safety and Construction Program
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B. WING
13G014 09/08/2010
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TOMORROW'S HOPE - ARMGA 12306 WEST ARMGA
MERIDIAN, ID 83642
(X4) ID SUMMARY STATEMENT OF DEFICIENCIES D PROVIDER'S PLAN OF CORREGTION (x8)
PREFIX (EACH DEFICIENCY MUST BE PREGEEDED BY FULL PREFIX {EACH CORRECTIVE ACTION SHOULD BE COM&fﬁT*ON
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DEFICIENCY)
K 000 INITIAL COMMENTS K 000

The facility is a single story, type V (000) building
built in 1881 The facility is protected by a 13 D
automatic fire sprinkler system with guick
response heads in habitable spaces. There is a
complete fire alarmfsmoke detection system
installed. Currently the building is licensed for 7
ICF-WMR beds. The survey was conducted in
accordance with 42 CFR 483.470.

The facility was found to be in substantial
compliance with applicable fireflife safety
requirements set forth in the Life Safety Code,
2000 edition, Chapter 33, Existing Residential
Board and Care Qccupancy, Impractical
Evacuation Capability. The survey was
conducted on September 8, 2010, in accordance
with 42 CFR 483.470.

The annual life safety code survey was conducted
by:

Taylor Barkley
Health Facility Surveyor
Facility Fire Safety & Construction Program

LABORATORY DIRECTOR'S OR PROVIDER/SUPPLIER REPRESENTATIVE'S SIGNATURE TITLE (X6) DATE

Any deficiency statement ending with an asterisk (*) denotes a deficiency which the institution may be excused from correcting providing it is determined that
other safeguards provide sufficient protection to the patients. (See instructions.) Except for nursing homes, the findings stated above are disclosable 90 days
following the date of survey whether or not a plan of correction is provided. For nursing homes, the above findings and plans of correction are disclosable 14
days following the date these documents are made available to the facility. If deficiencies are cited, an approved plan of correction is requisite to continued
program paicipation,
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16.03.11 Inital Comments

The facility is a single story, type V (000} building
built in 1981 The facility is protected by a 13 D
automatic fire sprinkler system with guick
response heads in habitable spaces. There is a
complete fire alarm/smake detection system
installed. Currently the building is licensed for 7
ICF-MR beds.

The facility was found to be in substantial
compliance with applicable fire/life safety
requirements set forth in the Life Safety Code,
2000 edition, Chapter 33, Existing Residential
Board and Care Occupancy, Impractical
Evacuation Capability. The survey was
conducted on September 8, 2010, in
accordance with IDAPA 16.03.11 Rules
Governing intermediate Care Facilities for the
Mentally Retarded (ICF-MR).

The annual life safety code survey was
conducted by:

Taylor Barkley
Health Facility Surveyor
Facility Fire Safety & Construction Program
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